8 7 6 5 v 4 3 2 1
SHEET STATUS OF REVISION
2 | zonE [ LR ] DESCRIPTION DATE | APPROVED
NOTES: §
1. THIS DRAWING HAS BEEN DEVELOPED AS A GUIDANCE 3 .
DRAWING FOR THE FABRICATION AND INSTALLATION OF LABEL B 1
PLATES AND SYSTEM OPERATION PLACARDS ASSOCIATED WITH 2
THE WATER WASHDOWN SYSTEM PIPING INSTALLATION AND
DETALS (DRAWING LCU-2000-5231—1) ONBOARD U.S. ARMY ) D
LANDING CRAFT, UTILITY, 2000 CLASS (LCU~2000). 1 -— -- | f
1
2. ALL LABEL PLATES SHALL HAVE SMOOTH EDGES AND BE K -— -- 9
LOCATED SO THAT THE INSCRIPTION IS READILY DISCERNIBLE - - }
AND NOT OBSCURED BY PIPES OR OTHER OBJECTS. }
3. LABEL PLATE, FIND NO. 1, AND SYSTEM OPERATION PLACARD, o -
FIND NO. 2, SHALL BE INSTALLED USING TAPE, FIND NO. 3.
TAPE SHALL BE APPLIED TO ENTIRE BACKING
OF LABEL PLATE,/PLACARD.
—————————LENGTH TO SUIT INSCRIPTION I
4. THE ENGINE ROOM, TUNNEL, AND BOW THRUSTER ROOM WATER
WASHDOWN SYSTEM OPERATION PLACARDS MATERIAL SHALL BE
PHENOLIC. PLACARD CHARACTERS SHALL BE ENGRAVED AND
CHARACTER HEIGHTS SHALL BE AS INDICATED:
vew 5—C
OPERATING INSTRUCTIONS 156 INCH STYLE B—2
OPERATING INSTRUCTIONS TITLE 188 INCH
TABLE AND LEGEND CHARACTERS 156 INCH
DIAGRAMMATIC CHARACTERS 156 INCH
PLACARD TITLE 250 INCH
SYSTEM OPERATION PLACARDS SHALL BE MOUNTED IN A SUITABLE C
LOCATION NEAR THE WWS CONTROL STATIONS, TO ALLOW FOR
OPTIMUM VISIBILITY.
1’
16 _;
LABEL PLATE LIST |
1 ; ' | —— ’"
ITEM LABEL 1,,J T —— - 1
NO. INSCRIPTION STYLE |QTY REQD LOCATION REMARKS 2X ? — OPEN CLOSE {
1 ENG RM WWS B—2 1 EA MN DK PASSAGEWAY MOUNT ABOVE ”
CONTROL STATION FR 40, STBD CONTROL STATION 33X %
<_
ENG RM WWS
2 CONTROL VALVE v=3 | 1 Ea | MY PKCERSSASEWAY 1 yount NEAR vaLVE
WWS—1 , [=— LENGTH TO SUIT INSCRIPTION ——
ENG RM WWS
MN DK PASSAGEWAY
3| STRANER BLOW OFF | V-3 | 1 EA |(R 40, Srop MOUNT NEAR VALVE VEw 2—B ]
— STYLE V-3
4 TUNNEL WWS B—2 1 EA ENGINE ROOM MOUNT IN -
CONTROL STATION BHD 25, STBD CONTROL STATION ~
M
TUNNEL WWS &
5 CONTROL VALVE v=3 | 1 ga |ENGINE ROOM MOUNT NEAR VALVE =
BHD 25, STBD
WWS—1 s
TUNNEL WWS STRAINER §
6 |BLOW OFF/LOW POINT DRAIN| V-3 | 1 £a |ENGINE ROOM MOUNT NEAR VALVE S |
BHD 25, STBD
WWS-2
BOW THRUSTER RM WWS TUNNEL MOUNT NEAR B
7 B-2| 1 EA 3 [06KR7|PRO—3032 2 EA_[TAPE, POLYETHYLENE, WHITE CLOSED CELL, DOUBLE COATED _[COML (PRO TAPE) =
CONTROL STATION BHD 17, STBD CONTROL STATION 2 3 EA |SYSTEM OPERATION PLACARD, LAMINATED PHENOLIC PLASTIC, PHEN —
WHITE_CORE WITH RED SURFACE
8 BOW CT(')",?T%%TEE/AWEWWS ve3 | 1 Ea |TUNNEL MOUNT NEAR VALVE 1 10 EA [LABEL PLATE, LAMINATED PHENOLIC PLASTIC, PHEN =
BHD 17, STBD WHITE_CORE_WITH RED SURFACE
WWS—1 TOTAL UNIT
FIND| CAGE PART OR QUANTITY WEIGHT
BOW THRUSTER RM WWS
9 STRAINER BLOW OFF V=3 1 EA E[I{l[\[j)NE% STBD MOUNT NEAR VALVE NO. | CODE IDENTIFYING NUMBER REQUIRED NOMENCLATURE OR DESCRIPTION SPECIFICATION MATERIAL (LB)
WWS—2 ) PARTS LIST
CONTRACT NUMBER
BOW THRUSTER RM WWS TUNNEL DMENSIONS ARE M INGHES DTRS57-97-C—00049 U.S. ARMY TANK AUTOMOTIVE COMMAND
10|  LOW POINT DRAN V-3 | 1 EA MOUNT NEAR VALVE e — WARREN, MICHIGAN 48397-5000
WWS_3 BHD 17’ STBD 2 PLACES 3 PLACES ANGLES CONTRACTOR A
£ % 2R341 U.S. ARMY LCU-2000
DR |Possisses | TFE () OLASS APPROWL WATER WASHDOWN SYSTEM
CHECKER ENGINEER PHILIP DINENNO
DISTRIBUTION STATEMENT A, | & | s |smaE OF TeENNEssee LABEL PLATES AND PLACARDS
APPROVED FOR PUBLIC RELEASE; CLASS' DESIGN APPROVAL HC. No. 015882 SIZE| CAGE CODE
DISTRIBUTION IS UNLIMITED. S DR e D 19207 LCU=2000-5231-2
MARK GENTILE 4/28/99 SCALE  1/1 [sHEEr 1 oF 3
8 7 6 5 4 3 2

1
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88 | 87 86 85 84 83 82 | 81
REVISION
[ zoNe T Rev | DESCRIPTION [ DaE [ arPROVED
l”
8 7 3
[ ° D
Y1 | WO POWER SUPPLIES !
10 UNIT BKR ¥
P 211=2 AND P-104 T
” 12”
L4x %
view 87—C
SEQELBF;E&‘%R BOW THRUSTER ROOM
FM—200 SYSTEM OPERATION PLACARD
C
OPERATING INSTRUCTIONS
" REMOTE MANUAL RELEASE
1. EVACUATE PERSONNEL FROM SPACE.
2. ACTIVATE WATER WASHDOWN SYSTEM.
3. SECURE VENTILATION.
TUNNEL FM—=200 SYSTEM OPERATION PLACARD 4+ BREAK GLASS.
5. PULL HANDLE.
OPERATING INSTRUCTIONS "
ALARM WILL SOUND 60 SECONDS PRIOR TO 9
REMOTE MANUAL RELEASE AGENT DISCHARGE.  IF SYSTEM FAILS TO
1. EVACUATE PERSONNEL FROM SPACE. O R SO 10, MISTRUCTIONS
2. ACTIVATE WATER WASHDOWN SYSTEM. RI-200 SYSTEM PIPING :
B LT L eLATON. CONTD TO_BOW THRUSTER LOCAL MANUAL RELEASE —
5. PULL HANDLE. ROOM NOZZLES 1. DISCHARGE CYLINDER BY REMOVING
ALARM WILL SOUND 60 SECONDS PRIOR TO LEGEND (L)gcgglﬁm%'d ‘H\EEDOSSEQTT'ES éﬁvﬁﬁE o
AGENT DISCHARGE.  IF SYSTEM FALLS TO (1) FM-200 CYLINDER (350 LB)  (7) CONTROL HEAD ASSY C02 CONTROL CYLINDER 3
OPERATE, GO TO INSTRUCTIONS FOR " TIME DELAY OVERRIDE LEVER : ~N
LOCAL RELEASE. 8 (2) 02 CONTROL CYUNDER (25 LB) ALARM WILL SOUND 60 SECONDS PRIOR =
(3 ELECTRIC HORN (9) LOCAL MANUAL RELEASE LEVER  T0 AGENT DISCHARGE, WARNING PERSONNEL S
LOCAL MANUAL RELEASE (%) PRESSURE OPERATED SWITCH DUAL PULL MECHANISM TO EVACUATE SPACE. EQUIPMENT AND z
FM—200 SYSTEM PIPING VENTILATION SYSTEM WILL SHUTDOWN. %
e . IR oo o mose O s o s a3
NOZZLES
LEGEND OF CONTROL HEAD MOUNTED ON THE (®) 60 SEC TIME DELAY
(1) FM=200 CYLINDER (600 LB)  (7) CONTROL HEAD ASSY €02 CONTROL CYLINDER. B
ALARM WILL SOUND 60 SECONDS PRIOR
(2) €02 CONTROL CYLNDER (25 L8) (8) TIME DELAY OVERRIDE LEVER 2 ey cuuer WARNING PERSONNEL -
(3) ELECTRIC HORN (9) LOCAL MANUAL RELEASE LEVER TO EVACUATE SPACE. EQUIPMENT AND 80_A @
(%) PRESSURE OPERATED SITCH DUAL PULL MECHANISM VENTILATION SYSTEM WILL SHUTDOWN. Son TRGSTER ROOM
@WTRT[ PULL STATION @ INTERIOR PULL STATION F=200 SYSTEM OPERATION PLACARD
(6) 60 SEC TIME DELAY (LONG BHD 7'-0" OFF CL, FR 20, NEAR CONTROL CYLINDER)
b s meons | TR -0000K U.S. ARMY TANK AUTOMOTIVE_COMMAND
e —— onmaoron WARREN, MICHIGAN 48397-5000 \
2 PLACES 3 PLACES ANGLES
* * % XXX U.S. ARMY LCU-2000
VEW 86—A @ DR, |Po5issee | e (o) Suass APPROAL FM—200 SYSTEM
TUNNEL FM-200 CHECKER ENGINEER STATE OF TENNESSEE
SYSTEM OPERATION PLACARD s | & Lc. No. 015862 LABEL PLATES AND PLACARDS
(LONG BHD 7'-0" OFF CL, FR 27, NEAR CONTROL CYLINDER) CLASS' DESICN APPROVAL e o3 SZE| CAGE CODE
CLASS DRAWING APPROVAL AS BUILT CHECKED D 19207 LCU-2000-5553—-4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE |SHEEI' 11 OF 12
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[ zone | Rev |

DESCRIPTION [ DatE | apprOVED

12”

| ENGINE ROOM FM—200 SYSTEM OPERATION PLACARD |

A/C AND EMERGENCY GENERATOR ROOM
FM—200 SYSTEM OPERATION PLACARD

FM—200 SYSTEM PIPING
CONTD TO A/C AND
EMERGENCY GENERATOR ROOM
NOZZLES

LEGEND
@FM—ZOO CYLINDER (125 LB) @ 60 SEC TIME DELAY

@COZ CONTROL CYLINDER (25 LB) @ CONTROL HEAD ASSY
@ ELECTRIC HORN TIME DELAY OVERRIDE LEVER

OPERATING INSTRUCTIONS

REMOTE MANUAL RELEASE

1. EVACUATE PERSONNEL FROM SPACE.
2. SECURE VENTILATION.

3. BREAK GLASS.

4, PULL HANDLE.

ALARM WILL SOUND 60 SECONDS PRIOR TO
AGENT DISCHARGE. IF SYSTEM FAILS TO
OPERATE, GO TO INSTRUCTIONS FOR

LOCAL RELEASE.

LOCAL MANUAL RELEASE

1. DISCHARGE CYLINDER BY REMOVING
LOCKING PIN AND OPERATING LEVER
OF CONTROL HEAD MOUNTED ON THE
€02 CONTROL CYLINDER.

ALARM WILL SOUND 60 SECONDS PRIOR

TO AGENT DISCHARGE, WARNING PERSONNEL
TO EVACUATE SPACE. EQUIPMENT AND
VENTILATION SYSTEM WILL SHUTDOWN.

@ PRESSURE OPERATED SWITCH @ LOCAL MANUAL RELEASE LEVER

@ INTERIOR PULL STATION

FM—=200 SYSTEM PIPING
CONTD TO ENGINE ROOM
NOZZLES

(1) FM-200 CYLINDER (600 LB)

FM—200 CYLINDER (350 LB
LOCATED IN THE TUNNEL)

@COZ CONTROL CYLINDER (25 LB
@INTERIOR PULL STATION
@WTR'IT PULL STATION

@ DUAL PULL MECHANISM

| ®
__®

~— FM—200 SYSTEM
PIPING CONTD TO

AREA NOZZLES

OPERATING INSTRUCTIONS

REMOTE MANUAL RELEASE

1. EVACUATE PERSONNEL FROM SPACE.
2. ACTIVATE WATER WASHDOWN SYSTEM.
3. SECURE VENTILATION.

4. BREAK GLASS.
5. PULL HANDLE.

ALARM WILL SOUND 60 SECONDS PRIOR TO

AGENT DISCHARGE.

OPERATE, GO TO INSTRUCTIONS FOR

LOCAL RELEASE.

LOCAL MANUAL RELEASE

IF SYSTEM FAILS TO

1. DISCHARGE CYLINDER BY REMOVING 11"
LOCKING PIN AND OPERATING LEVER
OF CONTROL HEAD MOUNTED ON THE
€02 CONTROL CYLINDER.

ALARM WILL SOUND 60 SECONDS PRIOR

TO AGENT DISCHARGE, WARNING PERSONNEL
TO EVACUATE SPACE. EQUIPMENT AND

ENGINE ROOM_MCC VENTILATION SYSTEM WILL SHUTDOWN.

LEGEND

(7) PRESSURE OPERATED SWITCH
ELECTRIC HORN
(9 60 SEC TIME DELAY
) TIME DELAY OVERRIDE LEVER
(1) CONTROL HEAD ASSY
(1) LOCAL MANUAL RELEASE LEVER
(13 FM—200 EMERGENCY RELEASE LEVER

VEW 78—A

A/C AND EMERGENCY GENERATOR ROOM

F—200 SYSTEM OPERATION PLACARD
(BHD 44, STOWAGE LOCKER, NEAR CONTROL CYLINDER)

VEW 74—A

ENGINE ROOM FM-200
SYSTEM OPERATION PLACARD
(LONG BHD 48" OFF CL, FR 43, NEAR CONTROL CYLINDER)

®

[ oSk No- | 9K53410

UNLESS OTHERWISE SPECIFIED
DIMENSIONS ARE IN INCHES

TOLERANCES ON:
2 PLACES 3 PLACES ANGLES
+ + +

CONTRACT NUMBER
DTRSXX—XX—=X—=XXXXX

CONTRACTOR
XXX

U.S. ARMY TANK AUTOMOTIVE COMMAND
WARREN, MICHIGAN 48397-5000

DRAWN BY DATE
BO 05/15/98
CHECKER ENGINEER
Js AK

RPE (FP) CLASS APPROVAL
PHILIP DINENNO

STATE OF TENNESSEE

LIC. NO. 015882

U.S. ARMY LCU-2000
FM—200 SYSTEM
LABEL PLATES AND PLACARDS

CLASS DESIGN APPROVAL
MARK GENTILE

AS BUILT DRAWING
M. CAPUTO 8/1/03

CLASS DRAWING APPROVAL
MARK GENTILE 4/28/99

AS BUILT CHECKED
M. GENTILE 8/8/03

SIZE

CAGE CODE

19207 LCU-2000-5553—-4
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REVISION

[ zoNe T Rev | DESCRIPTION [ DaE [ arPROVED

©
oy

S| CNGINE ROOM [N
ws | [EMERGENCY DISCHARGE OF FM=200]
’] FIRE PROTECTION SYSTEM:

f +—T—1. BREAK LOCKING PIN SEAL .5
+T | 2 REMOVE LOCKING PIN L 53 -
o 1 3. OPERATE FM—200 EMERGENCY oy 1
RELEASE LEVER. 4 3
4
WARNING 3
IN THIS MODE 60 SECOND TIME DELAY xd 8
AUTOMATIC SHUTDOWN% AUDIBLE ALARMS, 1
AND VISUAL ALARMS WILL NOT OPERATE. f TO SECURE TUNNEL VENTILATION, MANUALLY CLOSE THE FOLLOWING:
| |1, TUNNEL WTRTT DOOR 4. TUNNEL VENT WTRTT CLOSURE (FWD)T T 23 C
vew 70—C T 2. BOW THRUSTER RM WTRTT DOOR 5. TUNNEL SUPPLY VENT COVER
ENGINE ROOM FM-200 SYSTEM Xg 3. TUNNEL VENT WTRTT CLOSURES (AFT P/S)
EMERGENCY DISCHARGE OPERATION INSTRUCTION PLATE
vew 67—C
TUNNEL FM-200 SYSTEM
VENTILATION CLOSURE INSTRUCTION PLATE

<_

3 |

. e L

ax %—l X% +

' TO SECURE BOW THRUSTER RM VENTILATION, MANUALLY CLOSE THE FOLLOWING: S

3" S
| 1. BOW THRUSTER RM WTRTT DOOR 4. NAT VENT EXH COVER s
] 2. BOW THRUSTER RM ESC SCUTTLE 5. TUNNEL VENT COVER (FWD) 2
x L 3. PWR VENT SUPPLY COVER

B

12 -
3 VIEW 67—A
3 1 — 2X B BOW THRUSTER ROOM FM—200 SYSTEM
4 VENTILATION CLOSURE INSTRUCTION PLATE

| TO SECURE PAINT LOCKER VENTILATION, MANUALLY CLOSE THE FOLLOWING:

=l

—_— 2"
1. PAINT LOCKER WTRTT DOOR 3 NAT VENT SU PPI_Y COVER f U;f;fgg;fﬂﬁﬁm?ﬁ? CONTRACT ::R’;E)’:('ixx—x—xxxxx U.S. ARMY TANK AUTOMOTIVE COMMAND
2. PWR VENT EXH COVER e —— WARREN, MICHIGAN 48397-5000
- CONTRACTOR
2 PLACES 3 PLACES ANGLES
* * * XXX U.S. ARMY LCU-2000 A
DRAWNBgY DAOTsE/15/95 s:li FEF:?NE,I\;QSOS APPROVAL FM_ 200 SYSTEM
view 70—A T[T OF TENEsse LABEL PLATES AND PLACARDS
PAINT LOCKER FM—-200 SYSTEM ms G[’E‘ils_lll‘l;_'; APPROVAL AS BUILT DRAWING SIZE | CAGE CODE
M. CAPUTO 8/1/03
VENTILATION CLOSURE INSTRUCTION PLATE Ml K D| 19207 | LCU-2000-5553—4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE |5HE|-:r 9 OF 12
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[ zone | Rev | DBchP:E:rLSION [ DaE [ arPROVED
9%" 5 D
o I
I
i TUNNEL B
FoTEM=200 FIRE PROTECTION SYSTEM
N CASE OF FIRE Ly B
J__1. EVACUATE PERSONNEL FROM SPACE. . .,
" J % é%gb/éEE \/VI-%IA\\ITFIIZI_RATY\é)AI\ISHDOWN SYSTEM. L o 511—56" 13%
4. BREAK GLASS. ' o o 3
5. PULL HANDLE. X Z—l 8
ALARM WILL SOUND 60 SECONDS PRIOR TO __ [T0 SECURE A/C AND EMER GEN RM VENTILATION, MANUALLY CLOSE THE FOLLOWING:
AGENT DISCHARGE. IF SYSTEM FAILS TO f C
OPERATE, GO TO ENGINE ROOM _‘__1. A/C AND EMER GEN RM ENTR DOOR 4. NAT VENT INTAKE COVER f,3
AND FOLLOW INSTRUCTIONS POSTED. 1,,]__2. A/C AND EMER GEN RM WIRTT DOOR 5. NAT VENT EXHAUST COVER 8
Xy 3. PWR VENT SUPPLY COVER 6. A/C AR INTAKE COVER
VEw 62—C @
TUNNEL FM—200 SYSTEM vEw 59—C
REMOTE OPERATION INSTRUCTION PLATE A/C AND EMERGENCY GENERATOR ROOM FM-200 SYSTEM
VENTILATION CLOSURE INSTRUCTION PLATE i
13%"
ox %" ®\ X3 L
’ TO SECURE ENGINE RM VENTILATION, MANUALLY CLOSE THE FOLLOWING: i
4 | 1. ENG RM ENTRANCE DOOR 6. ENG RM SUPPLY DAMPERS (P/S)— [ T | g
,,]—_2. TUNNEL WTRTT DOOR /. EOS ESCAPE SCUTTLE 3% _
117 - 4x% 3. ENG RM ESCAPE SCUTTLE 8. TUNNEL SUPPLY VENT COVER g
rz 4. TUNNEL VENT COVER (AFT PORT) 9. AR COND UNIT FIRE DAMPER NO. 7 é_
®\ 5. TUNNEL VENT WTRTT CLOSURE (AFT STBD)
: WARNING °
—_I _%" vew 59—A B
RS AREA IS PROTECTED BY
FM—200 FIRE EXTINGUISHING SYSTEM| Ly g
D O N OT E NTE R W|TH O UT UNLESS OTHERWISE SPECIFIED |CONTRACT NUMBER
AUTH O R|Z Aﬂ ON DU R | N G O R Dl W o oresc-ocxooonc | US. ARUY TANK AUTOMOTVE COMMAND
gruces 3rucs s | T U.S. ARMY LCU—2000 A
AFTER DISCHARGE o7~ e s W20 SYSTEM
VIEW 62—A T T [T oF Teessee LABEL PLATES AND PLACARDS
FM—200 SYSTEM 'CLASS DESIGN APPROVAL AS BUILT DRAWING SZE | CAGE CODE
WARNING LABEL PLATE :::; (;imlis ‘APPROVAL AsMI;urrP l:;LOECKBE{;/OES D | 19207 LCU-2000-5553—-4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE [SHEET 8 oF 12

BO 3/11/99 1:01 P.M.

63 62 61 4 60 59 58 | 57 J
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[ zone | Rev | DESCRIPTION [ DaE [ arPROVED
9%’ "% 55 § 5%"
%1 P O® %7 P POLUA
BOW THRUSTER ROOM I T i
~[FM=200 FIRE PROTECTION SYSTEMT | LAENGINE ROOM] | 4L IENGINE ROOM| |
N CASE OF FIRF 1 | Ty [SUPPLY DAMPER_TS% s |SUPPLY DAMPER_TE%
1. EVACUATE PERSONNEL FROM SPACE: : ) e e —
2. ACTIVATE WATER WASHDOWN SYSTEM. ] J 512
i ek yRLATON T &
& BULL HANDLE: ” J OPEN CLOSE J OPEN CLOSE
ALARM WILL SOUND 60 SECONDS PRIOR TO T 1
AGENTo%'E&A_‘T%SGEO Tlg %EﬁkEEML E\AN”[SS 10 ENGINE \rg(%vM ?MZ—Z)SJ SYSTEM ENGINE \rgc%vM EF)mg)—ZJc(): SYSTEM
FOLLOW INSTRUCTIONS POSTED. NSTRUCTON PLATE NSTRUCTION PLATE C
BOW THRUST\QIEWROSOI;]-HA(—DZOO SYSTEM @ 9 %“ 3"
REMOTE OPERATION INSTRUCTION PLATE rg
x L <
5] | PAINT LOCKER N
FoTEM=200 FIRE PROTECTION SYSTEM]
] N CASE OF FIRE Lyl
@®\ W f +—T——1. EVACUATE PERSONNEL FROM SPACE: 255’ T
”BJ__A/C AND EMERGENCY GENERATOR ROOM| T, E 4. PULL HANDLE. ¥ h
| P00 PR ERGECTL ST ——
| g AND FOLLOW INSTRUCTIONS POSTED. B
1. EVACUATE PERSONNEL FROM SPACE: .
2 eI, Loy s -
4. PULL HANDLE. ) PAINT L(Y(llivéR FM—;OO SYSTEM
ALARM WILL SOUND 60 SECONDS PRIOR TO AGENT REMOTE QPERATION INSTRUCTION: PLATE
DISCHARGE. IF SYSTEM FAILS TO_OPERATE, GO TO
STOWAGE LOCKER AND FOLLOW INSTRUCTIONS POSTED. e
DIMENSIONS ARE IN INCHES DTRSXX—XX—=X=XXXXX U.S. ARMY TANK AUTOMOTIVE COMMAND
TOLERANGES ON: CONTRAGTOR WARREN, MICHIGAN 48397-5000
groem e e o U.S. ARMY LCU-2000 A
VIEW 54 —A RN | Mae/1ss08 | mre (FP) CLASS APPROVAL FM—200 SYSTEM
A/C AND EMERGENCY GENERATOR ROOM FM-200 SYSTEM CHECKﬁg ENGINiiR STATE OF TENNESSEE LABEL PLATES AND PLACARDS
REMOTE OPERATION INSTRUCTION PLATE S DESON ASFROVA ::-B':J‘I::Tf’;::ms —
mKs (;imlﬁs APPROVAL AsMI;urrP l:;LOECKBE{;/OES D 19207 LCU-2000-5553-4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE [SHEET 7 oF 12

TER1/19/99 2:55 P.M.
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[zone T rev] DBchP:E:rLSION [ DaE [ arPROVED
9%" 3 12 o
rs FE
D
i TUNNEL [N "7 | WARNING f
FM—=200 FIRE PROTECTION SYSTEML f FMERGENCY FIRE PUMP I
FOR LOCAL OPERATION fo P CROSS OVER VALVE SHALL REMAIN P
1. DISCHARGE CYLINDER BY REMOVING—_—] NORMALLY OPEN I
LOCKING PIN AND OPERATING LEVER i
OF CONTROL HEAD MOUNTED ON THE 1x & ]
CONTROL CYLINDER. 62" 43¢ g
ALARM WILL SOUND 60 SECONDS PRIOR ° EMERGENCY F|r\</|EEv¥>UMP CROSS OVER VALVE
TO AGENT DISCHARGE, WARNING PERSONNEL LABEL PLATE
TO_ EVACUATE SPACE. EQUIPMENT AND
VENTILATION SYSTEM WILL SHUTDOWN.
IF NECESSARY, TIME DELAY MAY BE g3 C
BY—PASSED BY REMOVING LOCKING PIN & 4 3
AND OPERATING TIME DELAY OVERRIDE LEVER ®\ FS
I
o 31 | BOW THRUSTER ROOM | T,
LOCALngg:iE%m_IﬁggRgggxPLATE 3X%” FM_ZOO HRE PROTEC—HON SYSTEM‘ <«
1 FOR LOCAL OPERATION
e peoce cbe ay sone——
4 ¥ ax 2 OF CONTROL HEAD MOUNTED ON THE iy 1 T
L 10 CONTROL CYLINDER. |
R
Ll ENGINE OO T
FM—200 FIRE PROTECTION SYSTEML VENTILATION” SYSTEM WILL SHUTDOWN.
l N CSE OF TIRE e 1 ;
R s - :
4. BREAK GLASS. ' *
5. PULL HANDLE BOW THRUST\QIEWROL(])-I\/IZH/éZOO SYSTEM
OPERATE, GO TO A/C AND EMER GEN RM R
AND FOLLOW INSTRUCTIONS POSTED. DMENSIONS ARE IN INGHES DTRSYX-XX-X—X00KX U.S. ARMY TANK AUTOMOTIVE COMMAND
TOLERANGES ON: CONTRAGTOR WARREN, MICHIGAN 48397-5000
3 PHm e e I U.S. ARMY LCU—2000 A
ENGINE ROOM AFrm?-ZmA SYSTEM ® °”E°"%§ E"%?'{Elfi“/% %%\%;D;EEEE?EE LABEL l;hC/:TZIE()SO ASNESTFEEAACARDS
REMOTE OPERATION INSTRUCTION PLATE S DESON ARGV I T oo
RS SRS TR ST cree D| 19207 | LCU-2000-5553-4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE |SHEEI' 6 OF 12

TER 1/19/99 2:54 P.

47 46 | 45 4 44 43 42 41 J
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40 39 38 37 J 36 35 34 33
[ zone | Rev | DBchP:E:rLSION [ DaE [ arPROVED
®\ "8 2 "E .
2X I 1"
‘] PAINT LOCKER 1y "53| WHEN ALARM SOUNDS [ T
xzo b [FM=200 FIRE PROTECTION SYSTEM. | VACATE AT ONCE
L -OR LOCAL OPERATION L o1 MM=200 FIRE EXTINGUISHING|
. P e Ay soemE—— "¢ AGENT BEING RELEASED -
ox L OF CONTROL HEAD MOUNTED ON THE oy 1 1
16 CONTROL CYLINDER. 4 S4c Lt
ALARM WILL SOUND IMMEDIATELY UPON P20, SYSTEW HORN
AGENT DISCHARGE, WARNING PERSONNEL LABEL. PLATE
TO_ EVACUATE SPACE. EQUIPMENT AND
VENTILATION” SYSTEM WILL SHUTDOWN.
C
view 38—C "
PAINT LOCKER FM—200 SYSTEM 12 3
LOCAL OPERATION INSTRUCTION PLATE @\ '75
1” |
. 2XE*W__A/C AND EMERGENCY GENERATOR ROOM| T
® sy | FM-200 FIRE PROTECTION SYSTEM =
S ] "OR LOCAL OPERATION Ly
%57 ENGINE ROOM f ] 1. DISCHARGE CYLINDER BY REMOVING .
= 1 1,, —LOCKING PIN" AND OPERATING LEVER 67
wz 1 [FM=200 FIRE PROTECTON SYSTEM) ol QF CONTROL HEAD "MOUNTED ON' THE Loy .
. FOR LOCAL OPERATION |, L, QR WL SOUND 69, SECONDS proR.
T — 1. DISCHARGE CYLINDER BY REMOVING_—] RO EHaAREE, WARNING, PERSONE
10X %’J (L)Cl-lcél(g\llsl;TRPCl)l\Ll AEAD MOUNTED ON' THE o L VENTILATION SYSTEM WILL SHUTDOWN. 7|
o NESESSARY. TG, RELAY, MAY BE,
10 A T BIS CHARCE, AR ENRR LRI 8l AND OPERATING TIME DELAY OVERRIDE LEVER g
TO_ EVACUATE SPACE. EQUIPMENT AND —
VENTILATION” SYSTEM WILL SHUTDOWN. chn
IF NECESSARY, TIME DELAY MAY BE A/C AND EVERGENCY GENERATOR ROOM Fl~200 SYSTEM
BY—PASSED BY 'REMOVING LOCKING PIN LOCAL OPERATION INSTRUCTION PLATE
AND OPERATING TIME DELAY OVERRIDE LEVER
s TN SR ED | AT R X 000KK U.S. ARMY TANK AUTOMOTIVE COMMAND
V206 EMERRENCY RELEASE TEVER, L —— N
AND™ FOLLOW INSTRUCTIONS POSTED. 3 PUCES 3 Puces 4 U.S. ARMY LCU—2000
RN | "05/16/68 | g oo APPrOVL FM—200 SYSTEM
view 38—A T T [T oF Teessee LABEL PLATES AND PLACARDS
ENGINE ROOM FM-200 SYSTEM [CLASS DESIGN APPROVAL AS BUILT DRAWING SZE | CAGE CODE
LOCAL OPERATION INSTRUCTION PLATE T W AL D| 19207 | LCU-2000-5553—4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE |SHEEI' 5 OF 12
40 39 38 37 ¥ 36 35 34 33

TER 1/19/99 2:52 P.

- |



32 31 30 29 v 28 27 26 25 _‘
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24 23 | 22 21 v 20 19 18 17
REVISION
[ zoNe T Rev | DESCRIPTION [ DaE [ arPROVED
LABEL PLATE LIST (CONTINUED) LABEL PLATE LIST (CONTINUED)
ITEM LABEL ITEM LABEL
NO. INSCRIPTION STYLE |QTY REQD LOCATION REMARKS NO. INSCRIPTION STYLE |QTY REQD LOCATION REMARKS
FOR LABEL PLATE DEPICTION | _ MAIN DECK MT NEAR FOR LABEL PLATE DEPICTION | _ A/C AND EMER
¥ SEE VIEW 70-A " EA 18D 13, PoRT PULL BOX % SEE VIEW 10-C TEA GeN RM, FR 44 | SEENOTEY D
3"
PAINT LOCKER _ MAIN' DECK MT INSIDE TUNNEL N BHD 17 (STBD) MT NEAR GD\ l’1‘6
| NAT SUPPLY COVER B=21 TEA 1R 4, PORT OF COVER 67 VENT COVER B=2| 2 EA 15 95 (PoORT) OF COVER %—‘ | | |
L —__ ]
| - - | !
PAINT LOCKER _ MAIN DECK MT INSIDE TUNNEL _ TUNNEL MT ON f '
4 PWR EXH COVER B=21 1T EA 1R 12, poRT OF COVER 88 | VENT WIRTT CLOSURE B=21 T EA |'ghp 25 (sTBD) BHD L 4‘ L 1"
LENGTH TO SuIT 2
50 BOW THRUSTER RM B-2| 1 ga |MAN DECK MT INSIDE 69 FM-200/C02 VENT B2 | 2 |FR29 MT NEAR INSCRIPTION —
PWR SUPPLY COVER FR 9, PORT OF COVER DO NOT PAINT OPENING FR 51 1/2 C02 PIPING
view 18—C
STYLE A-1
51 BOW THRUSTER RM B2 | 1 ga |MAIN DECK MT INSIDE 70 PS—1A a—1| 1 ga |A/C AND EMER MT ON
NAT EXH COVER FR 9, STBD OF COVER GEN RM, FR 43 PS
1 l”
5p | FOR LABEL PLATE DEPICTION| _ | ¢ pa |MAN DECK MT NEAR 71 | FOR LABEL PLATE DEPICTION| _ | 4 ga |MAN DECK MT NEAR 8
SEE VIEW 52-C FR 28, STBD DAMPER SEE VIEW 50-C FR 28, PORT DAMPER
" ‘ C
1 R —
TUNNEL _ MAIN' DECK MT ON FM—200 CYLINDER (350 LB) | m_ TUNNEL MT NEAR el
53 PWR SUPPLY COVER B=21 1A 1R 27, poRT BULWARK 72 | "For enGiNE Room SysTem | 2| T EA R 24, steD CYLINDER 8 | - | ! Z
[ i
54 | A/C AND EMER GEN RM | 5_p| 1 pa |MAN DECK MT NEAR 73 | FOR LABEL PLATE DEPICTION | _ | 4 gp |STOWAGE LKR MT ON - —
PWR SUPPLY COVER BHD 51 1/2, CL | COVER SEE VIEW 91-B FR 43 DOOR
o
55 | A/C AND EMER GEN RM | 5_o| ¢ pa |MAN DECK MT NEAR 74 | FOR LABEL PLATE DEPICTION | _ | { A MT OVER 2
NAT AR INTAKE GOVER BHD 51 1/2, STBD | COVER SEE VIEW 91-C OVBD VALVE [=~——LENGTH TO SUT—
INSCRIPTION <«
56 | A/C AND EMER GEN RM | 5_o| ¢ pa |MAN DECK MT NEAR 75 ENGINE ROOM FM=200 | g_o | 1 ga |TUNNEL MT NEAR
EMER GEN EXHAUST COVER FR 47, STBD COVER STORAGE CYLINDER ER CYLINDER VEw 18—B
STYLE B-2
MAIN DECK MT NEAR NEAR ST. RM. DOOR | MT OVER " —
57 | A/C AND EMER GENRM | g_o | 1 pa 76 | FOR LABEL PLATE DEPICTION| _ | 1 EA 1 3
A/C AR INTAKE COVER FR 48, STBD COVER SEE VIEW 43—C s ﬁgg\ RM T | X-OVER VALVE l’ 8
M
LABEL PLATE LIST CONTINUES ON SHEET 12 '
58 TUNNEL B—2| 3 A |BHD 25 (2) MT NEAR ., >
WTRTT CLOSURE BHD 17 (1) VALVE o % I: _ _ f g
BOW THRUSTER RM | MT ON 1 3 I - - — | l 1" g
- _ ” 2~ =
59 FM2-FD2 AT 1T EA "0 poRT F02 JB - |’16 8 1 o 3 % 2 <
= I -
_ _ BOW THRUSTER RM | MT ON . == ] — —
60 FM2-FD2A AT TEA |10 poRT Foon B } . == ] B
61 FM2-FD3 A-1| 1 ga |M/C AND EMER MT ON g
GEN RM, FR 43 FD3 JB =—LENGTH TO SUIT—= [~——LENGTH TO SUT—
INSCRIPTION INSCRIPTION
1 view 20—B 3"
62 FM2-FD3A A1| 1 EA ‘(\;/E% s N STYLE A-3 [ 8 VEW 18—A
' STYLE B-3
‘ f CONTRACT NUMBER
63 FM2-FD3B A-1| 1 EA A/C AND EMER MT ON - t 1” Ugllr-AEEsts&gEi‘gE ElelF;IE:rliggD DTRSXX—XX—X—XXXXX U.S. ARMY TANK AUTOMOTIVE COMMAND
GEN RM, FR 43 FD3B JB | 4 WARREN, MICHIGAN 48397-5000
_ ‘ Foees g e o | U.S. ARMY LCU—2000 A
_ _ A/C AND EMER MT ON s -
64 FM2-FD4 AU VER TGEN RM, FR 44 | FD4 0B L I 2 A FM—200 SYSTEM
2 CHECKER ENGINEER STATE OF TENNESSEE
NG AU ~——LENGTH TO SUIT s A |uc. wo. orsesz LABEL PLATES AND PLACARDS
MT ON INSCRIPTION CLASS DESIGN APPROVAL AS BUILT DRAWING
65 FM2-FD5 A-1 1 EA SIZE | CAGE CODE
FR 29, STBD MARK GENTILE M. CAPUTO 8/1/03
FDS JB view 20—A CLASS DRAWING APPROVAL AS BUILT CHECKED D | 19207 LCU-2000—-5553—-4
STYLE B-1 MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE |5HEEr 3 OF 12
24 23 22 21 T 20 19 18 17
BO 3/11/99 10:55 A.M.



16 15 14 13 ¢ 12 11 10 9
REVISION
[ zoNe T Rev | DESCRIPTION [ DaE [ arPROVED
LABEL PLATE LIST (CONTINUED) LABEL PLATE LIST (CONTINUED)
ITEM LABEL ITEM LABEL
NO. INSCRIPTION STYLE |QTY REQD LOCATION REMARKS NO. INSCRIPTION STYLE |QTY REQD LOCATION REMARKS D
ENG RM (2
MACHINE (SH)()p (1) 33 | FOR LABEL PLATE DEPICTION | _ | o g |TUNNEL, BHD 17 (1)] MT NEAR
20 FM-200 DISCH B-2| 7 EA |TUNNEL (1) MT NEAR
WARNING LIGHT LIGHT PAINT LOCKER
A/C D ENER 34 CYLINDER CONTROL B-3| 1 e |MAN DECK MT NEAR
GEN RM (1) BULL BOX BHD 13, PORT PULL BOX
BOW THRUSTER RM (1)
TUNNEL BOW THRUSTER RM | MT ON
~ MN DK, BHD 28 (1) | MT NEAR 35 PS-8 A-1| 1 EA
21 CYLINDER CONTROL B-3| 2 EA |EnG RM. BHD 25 (1) PULL BOX FR 10, PORT PS -
PULL BOX
ENGINE RM MT ON FOR LABEL PLATE DEPICTION _ MAIN DECK MT NEAR
22 PS-5 ATLTEA | s porT pS 36 SEE VIEW 30—C 1 EA | BHD 13, PORT BELL
1
MAIN DECK PAINT LOCKER MAIN DECK MT ABOVE 1
23 | FOR LABEL PLATE DEPICTION | _ | { pp MT NEAR 37 =200 SYSTEM B3| TEA 1BHD 13, PORT | SAMPLING PORT T
SEE VIEW 30-A BHD 28, PORT BELL HF GAS SAMPLING PORT ' [ 4
24 FM-200 SYSTEM B-3 | 1 Ea |CNCINE RM T ABOVE 38 | FOR LABEL FLATE DEPCTION| |1 e | 2 Mecer | CoNTROL 1 | S ol t 1 C
N - BHD 25, STBD SAMPLING PORT SEE VIEW 38-C FR 10, PORT CYLINDER X 75 {
HF GAS SAMPLING PORT
111
MT NEAR FOR LABEL PLATE DEPICTION MAIN DECK MT NEAR —3Xg
FOR LABEL PLATE DEPICTION | _ ENGINE RM 39 - 1 EA . 8
2 SEE VIEW 46-C 1 EA 1R 95, PORT ggmg% SEE VIEW 50-A BHD 13, PORT PULL BOX 3
WARNING A/C AND EMER
26 | FOR LABEL PLATE DEPICTION| _ | 5 gs |MN DK, BHD 28 (1) | MT NEAR 40 CONTAINS. TWO a3 | 3 e |CEN RM (1) MT ON vew 10—-C
SEE VIEW 62-C ENG RM, BHD 25 (1)| PULL BOX SONER. SOURCES STOWAGE LKR (1) | PS—1, 4, 6 FM—200 EMERGENCY SWITCHBOARD LABEL PLATE
TUNNEL (1) SEE NOTE 7 «—
BOW THRUSTER RM TUNNEL, BHD 17 (1) MT NEAR WARNING
27 CYLINDER CONTROL B-3| 2 EA g
DULL BOX MN DK, BHD 28 (1)| PULL BOX #1 CONTAINS THREE A-3| 1 EA géﬁ o e N
POWER SOURCES '
TUNNEL MT ON
28 PS-6 A=t T EA | R 9. PORT PS 47 | FOR LABEL PLATE DEPICTION | _ | oga |A/C AND EMER “F”J_';%%R —
SEE VIEW 70-C GEN RM, FR 43 (1)| oy NDERS
o~
29 PS—7 A-1| 1EA EENTSL SORT MT ON BULKHEAD NEXT TO | MT NEAR J
' PS TUNNEL CYL. (1) | FM-200 e
CYLINDERS 3
30 | FOR LABEL PLATE DEPICTION| _ | 4 ga |MAN DECK MT NEAR _
SEE VIEW 27-A BHD 28, STBD BELL 43 | FOR LABEL PLATE DEPICTION | _ | , ¢, |PASSAGEWAY MN DK (1)| MT NEAR g
TSR R SEE VIEW 59-A MN DK, BHD 28 (1) | PULL BOX 5
31 FM=200 SYSTEM B-3| 1 Ea |TUNNEL MT NEAR —
HE GAS SAVPLING. PORT BHD 17, STBD SAMPLING PORT 44 | FOR LABEL PLATE DEPICTION| _ | 4 g4 |PASSAGEWAY MN DK | MT NEAR
Y SEE VIEW 59-C FR 46, STBD PULL BOX B
FOR LABEL PLATE DEPICTION TUNNEL
32 _ CONTROL .
SEE VIEW 42-A TEA |rR 19, PORT CYLINDER 45 | FOR LABEL PLATE DEPICTION | _ 9 A | MN DK, BHD 28 (1) | MT NEAR
SEE VIEW 67-C ENG RM, BHD 25 (1) | pULL BOX
46 | FOR LABEL PLATE DEPICTION| _ | 5 ga |MN DK, BHD 28 (1)| MT NEAR
SEE VIEW 67-A TUNNEL, BHD 17 (1) | PULL BOX
D | T RSk X KKK U.S. ARMY TANK AUTOMOTIVE COMMAND
TOLERANGES ON: CONTRACTOR WARREN, MICHIGAN 48397-5000 A
2 PLACES 3 PLACES ANGLES
+ * * XXX U.S. ARMY LCU-2000
RN | "05/16/68 | g oo APPrOVL FM—200 SYSTEM
CHECKER  |FeNERR STATE OF TENNESSEE LABEL PLATES AND PLACARDS
ms G[’E‘i‘s_lfl‘l;_g APPROVAL ASM'?U(')';LUDT'ZAW':%/OZ’ SIZE| CAGE CODE
CLASS DRAWING APPROVAL AS BUILT CHECKED D 19207 LCU-2000—-5553—-4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE |SHEE|' 2 OF 12
16 15 14 13 T 12 11 10 9
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8 7 6 5 v 4 3 2 | 1
SHEETS STATUS OF REVISION
12|11(10({ 9| 8| 7| 6| 5] 4| 3|2 |[REV| ZONE DESCRIPTION DATE APPROVED
. 46—A | MODIFIED FM—200 RELEASE
NOTES: ol all B el Rl B A | 54-C| INSTRUCTION PLATE & OPERATION  |10/04/99| 624
- PLACARD ORDER OF PROCEDURES
1. THIS DRAWING HAS BEEN DEVELOPED AS A GUIDANCE si_g SWITCHING STEPS 2 AND 3.
DRAWING FOR THE FABRICATION AND INSTALLATION OF LABEL 82-A
PLATES AND SYSTEM OPERATION PLACARDS ASSOCIATED 86-A D
WITH FM—200 SYSTEM PIPING INSTALLATION AND DETAILS
(DRAWING LCU—2000-5553—1) ONBOARD U.S. ARMY
LANDING. CRAFT, UTILTY. 2000 CLASS (LCU~2000) LABEL PLATE LIST LABEL PLATE LIST (CONTINUED)
2. ALL LABEL PLATES SHALL HAVE SMOOTH EDGES AND BE ITEM LABEL ITEM LABEL
LOCATED SO THAT THE INSCRIPTION IS READILY DISCERNIBLE NO. INSCRIPTION STYLE |QTY REQD LOCATION REMARKS NO. INSCRIPTION STYLE [QTY REQD LOCATION REMARKS
AND NOT OBSCURED BY PIPES OR OTHER OBJECTS. ENGINE ROOM A/C AND EMER GEN RM
1 CYLINDER CONTROL B=3 | 2 pa |PASSACEWAY MN DK (1)|MT NEAR 9 CYLINDER CONTROL B3| 1 ga [PASSAGEWAY MN DK | MT NEAR
3. LABEL PLATE (INTERIOR USE), FIND NO. 1, AND SYSTEM OPERATION MN DK, BHD 28 (1) | PULL BOX FR 46, STBD PULL BOX
PLACARD, FIND NO. 2, SHALL BE INSTALLED USING TAPE, FIND NO. 3. PULL BOX PULL BOX
TAPE SHALL BE APPLIED TO ENTIRE BACKING OF LABEL PLATE/PLACARD.
/ 9 PS—1 a1 | 1 Ea |A/C AND EMER MT ON 10 PS_3 At | 1 Ea |STOWAGE LKR MT ON
4. LABEL PLATE (EXTERIOR USE), FIND NO. 1, SHALL BE INSTALLED GEN RM, FR 43 PS FR 43 PS
USING TAPE, FIND NO. 4. TAPE SHALL BE APPLIED
TO ENTIRE BACKING OF LABEL PLATE. A/C AND EMER MT ON ~ STOWAGE LKR MT ON
3 PS=2 AST | TEA 1GEN RM, FR 43 PS 1 PS—4 ACTL T RA 1R 43 PS
5. THE ENGINE ROOM, A/C AND EMERGENCY GENERATOR ROOM, ’
TUNNEL, BOW THRUSTER ROOM, AND PAINT LOCKER FM—200 SYSTEM
OPERATION PLACARDS MATERIAL SHALL BE PHENOLIC. PLACARD 4 |FOR LABEL PLATE DEPICTION | _ | 4 5 [MN DK MT NEAR 1p | FOR LABEL PLATE DEPICTION | _ | , , |MAN DECK MT NEAR
CHARACTERS SHALL BE ENGRAVED AND CHARACTER HEIGHTS SHALL SEE VIEW 30-B BHD 28, CL BELL SEE VIEW 27-C BHD 51 1/2, STBD | BELL C
BE AS INDICATED:
OPERATING INSTRUCTIONS ————— 156 INCH s rivipeuy 55 | 1 [PASSAGEWAY MN DK |MT NEAR . A G R o L as | a | PASSAGEWAY MN DK | T NEAR
OPERATING INSTRUCTIONS TITLE—— .188 INCH FR 40, STBD SAMPLING PORT FR 46, STBD SAMPLING PORT
TABLE AND LEGEND CHARACTERS — .156 INCH HF GAS SAMPLING PORT HF GAS SAMPLING PORT
DIAGRAMMATIC CHARACTERS ——— .156 INCH A/C AND EMER MT NEAR
PLACARD TITLE 250 INCH GEN RM (1) 14 | FOR LABEL PLATE DEPICTION| _ | 1 ga |STOWAGE LKR CONTROL
SYSTEM OPERATION PLACARDS SHALL BE MOUNTED IN A ; 51| 5 Ea | STOWAGE LKR 513 MT NEAR SEE VIEW 34-A FR 43 CYLINDER
SUITABLE LOCATION NEAR THE CONTROL CYLINDER, TO CONTROL CYLINDER - ENGINE ROOM (1 CYLINDER M NEAR
ALLOW FOR OPTIMUM VISIBILITY. TUNNEL (1) 15 | FOR LABEL PLATE DEPICTION | — 1 EA |A/C AND EMER CONTROL
BOW THRUSTER RM (1) SEE VIEW 38-A GEN RM, FR 47 CYLINDER <
6. THE SYMBOL 0" IN FIELD OF DRAWING REPRESENTS ITEM NO.
IN LABEL PLATE LIST. ENG RM (2) SASSACENAY NN DK (1
FOR LABEL PLATE DEPICTION PANT LKR (1) MT NEAR 16 | FOR LABEL PLATE DEPICTION | _ | 4 4 (1) MT NEAR
7. MOUNT FM-200 EMERGENCY SWITCHBOARD LABEL PLATE, ITEM NO. 66, 7 SEE VIEW 34—C - | 8 EA [A/C AND EMER HORN SEE VIEW 46-A MN DK, BHD 28 (1) | PULL BOX
IN SPACE VACATED BY HALON LABEL PLATE. TEMPLATE NUMBER, SIZE, ggw TRH%U(S})ER R (1) -
AND SPACING OF BOLT HOLES FROM EMERGENCY SWITCHBOARD AND
REUSE MOUNTING HARDWARE. TUNNEL (1) 17 | FOR LABEL PLATE DEPICTION | _ | 4 gy | PASSAGEWAY MN DK MT NEAR
SEE VIEW 54—A FR 46, STBD PULL BOX -
ENG RM DR (1) 1
P?INT LKR DR (1) ENGINE RM MT ON 3
FOR LABEL PLATE DEPICTION | _ A/C AND EMER MT ON _ _ 2
8 SEE VIEW 62-A 8 EA IGEN RM DR (2)  |DOOR 18 FM2-FD6 AT TEA TR 97, steD JB 3
BOW THR RM DR (2) )
TUNNEL DR (2) TUNNEL MT ON s
19 FM2—FD7 A= VEA | gun 17, poRT B z
4 |06KR7|PRO—-2032 4 EA |TAPE, POLYETHYLENE, BLACK CLOSED CELL, DOUBLE COATED COML (PRO TAPE) — B
3 |06KR7|PRO—3032 7 EA |TAPE, POLYETHYLENE, WHITE CLOSED CELL, DOUBLE COATED COML (PRO TAPE) —
2 S5 EA [SYSTEM OPERATION PLACARD, LAMINATED PHENOLIC PLASTIC, PHEN —
WHITE CORE WITH RED SURFACE, 1/16” THK, UV PROTECTED
1 110 EA |LABEL PLATE, LAMINATED PHENOLIC PLASTIC, PHEN —
WHITE CORE WITH RED SURFACE, 1/16" THK, UV PROTECTED
TOTAL UNIT
FIND| CAGE PART OR QUANTITY WEIGHT
NO. | CODE IDENTIFYING NUMBER REQUIRED NOMENCLATURE OR DESCRIPTION SPECIFICATION MATERIAL (LB)
PARTS LIST
CONTRACT NUMBER
U[’;‘IID-AEESNSSI(()’RSE%VIESEINSE‘IE(;:IﬂgD DTRSXX—XX—X—XXXXX U.S. ARMY TANK AUTOMOTIVE COMMAND
TOLERANGES ON: o . WARREN, MICHIGAN 48397-5000 A
2 PLACES 3 PLACES ANGLES
RN e . XXX U.S. ARMY LCU-2000
RN | "05/16/68 | g phoaes APFrOVL FM—200 SYSTEM
CHECKER ENGINEER STATE OF TENNESSEE
DISTRIBUTION STATEMENT A. Js AK LIC. NO. 015882 LABEL PLATES AND PLACARDS
APPROVED FOR PUBLIC RELEASE; CLASS DESIGN APPROVAL ASMBUC':LUDT’:)AW':%/M SIZE | CAGE CODE
MARK GENTILE .
DISTRIBUTION S UNLIMITED. CLASS DRAWING APPROVAL AS BUILT CHECKED D 19207 LCU-2000—-5553—-4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE 1/1 |SHEE|' 1 OF 12

8 7 6 5 4 4 3 2 | 1
BO 3/11/99 10:27 AM. J



24 23 22 21 ¢ 20 19 18 17
REVISION
[ zoNe T Rev | DESCRIPTION [ DaE [ arPROVED
D
12"
BOW THRUSTER ROOM
WATER WASHDOWN SYSTEM (WWS)
WWS CONTROL STATION OPERATING INSTRUCTIONS /@
= A.  START-UP_PROCEDURE
FERSTING 1. ENSURE FIRE MAIN SYSTEM HAS BEEN PRESSURIZED C
W2 (SEE FIRE MAIN SYSTEM OPERATION PLACARD).
WWS—1 2. UNLOCK VALVE WWS-1.
_ 3. OPEN VALVE WWS-—1.
NOTE: IF Y STRAINER IS CLOGGED, SEE BLOW OFF
8" BOW THRUSTER RM PROCEDURE.
WWS PIPING
conTD TINS PIPING WWS—3 4. OPERATE FOR MINIMUM OF 15 MINUTES.
B. SECURING PROCEDURE
VALVE_LEGEND 1. CLOSE VALVE WWS—1. «—
WWS—1 BOW THRUSTER RM WWS CONTROL VALVE 2. LOCK VALVE WWS—1.
WWS—-2 BOW THRUSTER RM WWS STRAINER BLOW OFF 3. SECURE FIRE MAIN SYSTEM (SEE FIRE MAIN
WWS—3 BOW THRUSTER RM WWS LOW POINT DRAIN SYSTEM OPERATION PLACARD).
4. OPEN VALVE WWS—3 TO DRAIN WWS PIPING.
FIRE_MAIN IMPACT 5. CLOSE VALVE WWS-3. —
DURING OPERATION OF WWS, SUFFICIENT FIRE MAIN . BLOW OFF PROCEDURE
CAPACITY EXISTS FOR FOUR 1 1/2" FIRE HOSES AT
FULL STREAM OR NINE 1 1/2” HOSES AT SPRAY 1. OPEN VALVE WWS—2 MOMENTARILY. "
USING ENGINE ROOM FIRE PUMPS. 2. CLOSE VALVE WWS-2. ~
2
|
g
VEW 22—B 2
BOW THRUSTER ROOM WATER WASHDOWN SYSTEM —
OPERATION PLACARD
B
bt e moe | " DrRsaro7-c-oooss U.S. ARMY TANK AUTOMOTIVE_COMMAND
TOLERANGES ON: CONTRACTOR WARREN, MICHIGAN 48397-5000
R e 2Rt U.S. ARMY LCU—2000 A
Ny | osyrssas |- () OASS APPROAL WATER WASHDOWN SYSTEM
T e[S o mwessee LABEL PLATES AND PLACARDS
[CIASS DESIGN APPROVAL LIC. No. 015882 SZE | CAGE CODE
MARK GENTILE
SRS SRANING TPPROT D| 19207 | LCU-2000-5231-2
MARK GENTILE SCALE [sHEET 3 oF 3
24 23 22 21 T 20 19 18 17

TER 1/19/99 2:16 P.

- |



16 15 14 13 12 11 10 9
REVISION
[ zoNe T Rev | DESCRIPTION [ DaE [ arPROVED
D
12”
12" TUNNEL WATER WASHDOWN SYSTEM (WWS)
OPERATING INSTRUCTIONS //@)
ENGINE ROOM WATER WASHDOWN SYSTEM (WWS) EXISTING A START—UP PROCEDURE
EXISTING FIRE MAN 1. ENSURE FIRE MAIN SYSTEM HAS BEEN PRESSURIZED
FIRE MAIN OPERATING INSTRUCTIONS s oL | — | ‘ggﬁTROL (SEE FIRE MAIN SYSTEM OPERATION PLACARD).
= A.  START-UP PROCEDURE //QD CONTD TO NOZZLES | } | STATION . UNLOCK VALVE WwS-1. C
[y WWS—1 1. ENSURE FIRE MAIN SYSTEM HAS BEEN PRESSURIZED 3. OPEN VALVE WWS-1.
wws | (SEE FIRE MAIN SYSTEM OPERATION PLACARD). wws_q NOTE: [F Y STRANER IS CLOGGED, SEE BLOW OFF
CONTROL | | 2. UNLOCK VALVE WWS-1. ., PROCEDURE.
STATION | | 3. OPEN VALVE WWS—1. 8 WWS—2 4. OPERATE FOR MINIMUM OF 15 MINUTES.
i NOTE: IF Y STRAINER IS CLOGGED, SEE BLOW OFF B. SECURING PROCEDURE
LA PROCEDURE. YALVE LEGEND 1. CLOSE VALVE WWS—1
, WWS—2 4. OPERATE FOR MINIMUM OF 15 MINUTES. wgzé %””Et mg g%umgk VALVE o LOCK VALVE WS-1.
CONTD TO NOZZLES B. SECURING PROCEDURE BLOW OFF/LOW POINT DRAIN 3. SECURE FIRE MAIN SYSTEM SSEE FIRE MAIN
e e © CLOSE VALVE WWS—1. SYSTEM OPERATION PLACARD). «—
ENGINE ROOM o LOCK VALVE WWS-1 4. OPEN VALVE WWS—2 TO DRAIN WWS PIPING.
VALVE LEGEND 3. SECURE FIRE MAN SYSTEM (SEE FIRE MAN IRE_VAN_MPACT 5. CLOSE VALVE WHS-2.
WWS—1 ENG RM WWS CONTROL VALVE SYSTEM OPERATION PLACARDS DURING OPERATION OF WWS, SUFFICIENT FIRE MAN . BLOW OFF PROCEDURE
WWo—2 ENG RM WWS STRANER BLOW OFF . CAPACITY EXISTS FOR FOUR 1 1/2” FIRE HOSES AT
FULL STREAM OR NINE 1 1/2" HOSES AT SPRAY 1. OPEN VALVE WWS—2 MOMENTARILY. —
C. BLOW OFF PROCEDURE USING ENGINE ROOM FIRE PUMPS. 2. CLOSE VALVE WWS-2.
FIRE MAIN IMPACT 1. OPEN VALVE WWS—2 MOMENTARILY. Y
DURING OPERATION OF WWS, SUFFICIENT FIRE MAIN 2. CLOSE VALVE WWS-2. =
CAPACITY EXISTS FOR THREE 1 1/2" FIRE HOSES AT 2
FULL STREAM OR SEVEN 1 1/2" 'HOSES AT SPRAY g
USING BOW THRUSTER EMERGENCY FIRE PUMP. vEw 11— _
TUNNEL WATER WASHDOWN SYSTEM E
OPERATION PLACARD z
VEW 14—B B
ENGINE ROOM WATER WASHDOWN SYSTEM
OPERATION PLACARD
D | T s87-7—- 00049 U.S. ARMY TANK AUTOMOTIVE COMMAND
TOLERANGES ON: CONTRACTOR WARREN, MICHIGAN 48397-5000 A
2 PLACES 3 PLACES ANGLES
RN e . 2R341 U.S. ARMY LCU-2000
RN | “oasissms | () Cuass Aperowl WATER WASHDOWN SYSTEM
e | |SE oF Tewwessee LABEL PLATES AND PLACARDS
[CLASS DESIGN APPROVAL | LIC. NO. 015882 Y R
MARK GENTILE
SIS DRANING TPPRO D| 19207 | LCU-2000-5231-2
MARK GENTILE 4/28/99 SCALE |SHEEI' 2 0F 3
16 15 14 13 12 11 10 | 9

BO 3/11/99 829 AM.
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96 95 | 94 93 v 91 90 89
REVISION
[ zoNe T Rev | DESCRIPTION [ DaE [ arPROVED
LABEL PLATE LIST (CONTINUED)
77 | FOR LABEL PLATE DEPICTION | _ | ¢ g |STOWAGE LKR MT NEAR
SEE VIEW 78-A BHD 44 CTRL CYLINDER
LONG BHD 1z 3"
78 | FOR LABEL PLATE DEPICTION| _ | 1 ga | 48" OFF CL MT NEAR "g D
SEE VIEW 74-A FR 43 CTRL CYLINDER
LONG BHD, I
79 | FOR LABEL PLATE DEPICTION| - | 1 EA |7'-0" OFF CL MT NEAR %87 WARNING 1
SEE VIEW 86-A FR 27 CTRL CYLINDER —
oG 5 OVERBOARD :
80 | FOR LABEL PLATE DEPICTION| _ | 1 EA |7'=0" OFF CL MT NEAR 3
SEE VIEW 82-A FR 20 CTRL CYLINDER \/ A L\/E S |—| ALL R E M A| N \ 8
81 | FOR LABEL PLATE DEPICTION 1 eA | aRen MT ON @G)/ N O R MALLY C LOS ED
- BREAKER PANEL
SEE VIEW 87-C BKR PANEL
G
—4X 5
view 91—C
OVERBOARD VALVE
LABEL PLATE
1"
C
| PAINT LOCKER FM—200 SYSTEM OPERATION PLACARD |
11%" -
OPERATING _INSTRUCTIONS %
@\ ®/A O—c— REMOTE MANUAL RELEASE @®\ F
1. EVACUATE PERSONNEL FROM SPACE.
B © 2. SECURE VENTILATION. 1 C A U —H O N <
PS 3. BREAK GLASS. 4] .
4, PULL HANDLE. _ 1+ L3
4
ALARM WILL SOUND IMMEDIATELY UPON ' { TH | S |S N OT A STO RAG E S PAC E,__ 31"
AGENT DISCHARGE. IF SYSTEM FALS TO . - L . % L
SPERWTE €0 10 INSTRUCTONS FOR : vl JCONTAINS FM=200 FIRE EXTINGUISHING| Lsi
LOCAL RELEASE. Xg
(]
LOCAL MANUAL RELEASE SYSTE M O N LY %
1. DISCHARGE CYLINDER BY REMOVING 2
LOCKING PIN AND OPERATING LEVER 3
OF CONTROL HEAD MOUNTED ON THE S
LEGEND FM-200 CYLINDER. 2
(1) FM-200 CYLINDER (125 LB) (%) WIRTT PULL STATION ALARM WILL SOUND IMMEDIATELY UPON \/C A EMERGENCYVl(I;EI\-%VNEgAJOR_ F%OM 200 SYSTEN 5
AGENT DISCHARGE, WARNING PERSONNEL -
(D) PRESSURE OPERATED SREN () CABLE DPERATED 7O EVACUATE SPACE. EQUIPMENT AND CAUTION LABEL PLATE
(3 PRESSURE OPERATED SWITCH VENTILATION SYSTEM WILL SHUTDOWN. B
@ Nozae LOCAL MANUAL
RELEASE LEVER -
VIEW 94 —A G
PAINT LOCKER FM—200 hons At e mes | orsocoocx-xoox | US. ARMY TANK AUTOMOTIVE_ COMMAND
SYSTEM OPERATION PLACARD - WARREN, MICHIGAN 48397-5000
(LONG BHD 7'-0" OFF CL, FR 10, NEAR CONTROL CYLINDER) TOLERMNCES O | coNTRACTOR A
* * * XXX U.S. ARMY LCU-2000
Z:‘;“c’:gg* E‘:{%g:r{ga S oo, O FM—200 SYSTEM
STATE OF TENNESSEE
. | OF T LABEL PLATES AND PLACARDS
CLASS DESIGN APPROVAL AS BUILT DRAWING SIZE CAGE CODE
MARK GENTILE M. CAPUTO 8/1/03
CLASS DRAWING APPROVAL AS BUILT CHECKED D 19207 LCU-2000-5553—-4
MARK GENTILE 4/28/99 M. GENTILE 8/8/03 SCALE |SHEEI' 12 OF 12
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